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TRAC-PFl/MOD2 BEST-ESTIMATE ANALYSIS OF A LARGE-BREAK LOCA

IN A 15 X 15 GENERIC FOURLOOP WESTINGHOUSE

NUCLEAR POWER PLANT

Jay W. Spore, J. C, Lin, N. M, W&r, J. R White, and M. C. Cappiello

Engineering and Safety Analysis Group
Nuclear Technology and Engineering Division

Los Alamos National Laboratory
Los Alarnos, New Mexico

ABSTRACT
Calculations of a large-break loss-of-coolant accident (LOCA) in a 15x 15

generic four-loop Westinghouse nuclear power plant with both the ~C-
PF1 /MOD1 and T’IUIC-PF1 /MOD2 computer codesl~ will be presented. The
Transient Reactor Analysis Code (TMC) has been developed by hs Alamos
National Laboratory to provide advanced best-estimate simulations of real
postulated transients in pressurized light-water reactors (LWRs) and for many
related thermal-hydraulic facilities,

The latest released version of ‘kRAC is TRAC-PF1 /MOD2, Significant
improvements and enhancements over the MOD1 version were implemented in
the MOD2 heat-transfer and constitutive models. One of the most significant
improvements in the MOD2 code has &n the implementation of the two-steps~d
numerics method in the three-dimensional components, which can significantly
reduce run times for long, slow transients. A very important area of improvement
has been in the reflood heat-transfer models.

Developmental assessment results (i.e., code comparisons with experimental
data) will be discussed for several separat~effects and integral tests, including
analysis of the Upper Plenum Test Faality5 (UPTF), the Cylindrical Core Test
Facility6 (CCTF), and the Loss-of-Fluid Test Facility7 (LOFT), The assessment results
provide information on the anticipated accuracy for the best-estimate models in the
MOD2 computer code. The MOD1 to MOD2 comparison will provide an estimate
for the effect of improved heat-transfer models on predicted peak cladding
temperatures.

INTRODUCTION

Version 14,4 of the TILAC-PF1 / MOD1 code was released as the final version of
MOD1 in July 1988. A limited release of the TRAC-PF1 /MOD2 code occurred in
November of 1990 (Version 5.3), The MOD2 code used the MODl cock and corrected
a number of errors in it and added a number of new features and enhancements,
The principal features of the MOD2 code are as follows.
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1.

2.

3.

4.

5,

6.

7.

8,

A variable-dimensional fluid dynamics model that can address three-
dimensional (3D) flow in the vessel component while the loop
components (both primary and secondary) are tieated as on~dimensional
(lD) flow components. It should be noted that a user can specify a ID
vessel component, which will result in reduced computer costs.

Tw&step numerics in both the 1D and the 3D hydrod ynarnic components
The two-step numerics allow TMC to take large time steps during a
relatively slow transient, for example, a small break or operational
transient. The MOD1 3D vessel numerics will tend to hold the time-step
size back during relatively slow transients

A nonhomogeneous, nonequilibrium, full two-fluid, six equation,
hydrodynamics model that describes the steam-water flow. A horizontal
stratified flow model has been added to the one-dimensional
hydrodynamics. A seventh field equation (mass balance) that describes a
noncondensable gas field and an eighth field equation that tracks the
solutes in the liquid phase also have been added to the TRAC
hydrodynamics model.

A component-specific, flow-regime-depexldent constitu+,ive equation
package that describes the transfer of mass, energy, and momentum
between the steam-water phases and the interaction of these pb.ases with
the heat flow from the system structures.

Flow-regime-dependent wall-tAluid heat-transfer correlations that are
obtained from a generalized boiling curve based on local cmditions.

A two-dimensional (2D) fuel rod conduction model that includes a
dynamic fine-mesh rezoning capability that can resolve both bottom flood
and falling film quench fronts.

A consistent analysis of entire accident sequences, including the initial
conditions and the blowdown, refill, and reflood phases of a LOCA, In
addition, TIGIC can be used to simulate a complete spectrum of break sizes
as well as operational transients.

Component and functional modularity, which allows the user to model
virtually any pressurized water reactor (PWR) design or experimental
configuration. TRAC has component models for accumulators, breaks,
fi]ls, cores, pipes, pressurizers, pumps, steam generators, turbines, valves,
and vessels with associ,l[~ ~1 internals.

2



9. Trip and control models that give the user the flexibility to model
virtually any PWR control or protection system or any experimental
control system.

10. Multiple-component connections to a single cell in a vessel compcment
that allow for coarse 3D noding and reduced computer costs.

11. A self-initialization capability that will drive the TIUC model frc’m steady
state to a user-sptified set of conditions.

12. A counter-current flow-limiting (CCFL)8 model that allows the user to
select from one of several available correlations.

13. A mechanistic steam separator model based on the TW4C-BWR code.

14. Inversion of the vessel data base results in coding for the vessel
component that is easier to read and maintain. In addition, it results in
arrays that can be vectorized on Cray or Cray-like operating systems.

15. A generalized heat structure component that allows tbe user to connect
any hydro cell in their TRAC model with any other hydro cell. This
component results in increased accuracy for the modeling of steam
generators, vessel internal structures, etc. In addition, this component
gives the WC user more flexibility.

16. A new reflood model based on Ishii’s flow-regime map.9

17, A conserving-momentum flux solution in the MOD2 code.

18. An improvement to the MOD1 wall-shear model in the MOD2 code with
fixes to the laminar flow model, inclusion of the surface roughness effect
in the turbulent regime, and improvements to the two-phase pressure
drop model.

19, A MOD2 valve model based on experimental data for partially closed globe
valves.

20. Correction of a problem with the Gauss-Seidel numerical solution for the
3D vessel pressure matrix equation, which was observed to be ~naccuratc
for small breaks and operational transients. This inaccuracy typically
would be observed as a mass error in the vessel component. This problem
was solved in the MOD2 code by eliminating the Gauss-Seidt4 method and
developing and implementing a capacitance method for solving the VQSS(’I
pressure matrix eq~latit}ns.
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21.

22.

23.

24.

25.

26.

27.

28.

A subcooled boiling model in the MOD2 code based on the TRAC-BWR
subcooled boiling model. 10

Addition of a general orientation and magnitude of the vessel component
for the gravitational acceleration vector option to the MOD2 code. This
option was developed to address the horizontal tube modeling problems
encountered during the recent applications of the MOD2 code.

Addition of 6G, 120-, and 180- degree rotational symmeti les in the
cylindrical geometry option to the MOD2 code. This option was developed
to allow for flexible vessel noding and allows for significant’ y reduced
nodkig if loop and vessel behaviors are symmetric.

Implementation of the United Kingdom Atomic Energy Agency (UKAEA)
off take modell 1 for calcu.kation of small breaks in the side, bottom, or top
of a large pipe.

Implementation of the Japan Atomic Energy Research Institute (JAERI)
fully implicit 2D conduction modellz to reduce computer costs for reflood
calculations that required small axial noding.

Addition of a critical flow model for subcooled and tw~phase choking
conditions.

Implementation of the ANS 1979 Decay Heat Standard.ls

Addition of the UKAEA standoff thermocouple model. Id

ASSESSMENT RESULTS

Upper Plenum Test Facility Cold-Leg Flow Test
Description of UPTF. The UPTF is a full-scale model of a four-loop, 1300-MWe

PWR and includes the reactor vessel, downcomer, lower plenum, core simulation,
upper plenum, and four loops with pump and steam-generator simulation, A flow
diagram of the system and an artist’s view of the test facility are shown in Fig, 1,
‘Ilte thermal-hydraulic feedback of tile containment is simulated with a
containment simulator. The test vessel, core barrel, and internals compose a full-
size simulation of a PWR with tour full-scale hot and cold legs simulating three
intact loops and one broken loop.

Both cold- and hot-leg breaks can be investigated in the UPTF, including
emergency core-c(mlant (ECC) injection into the intact and broken cold and/or hot
legs and into the downcomer. The steam produced in a real core and the water
entrained by this steam flow are simulated by steam and water injection through the
core simulator. The steam production on the primary side of a real, intact-lo,lp
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steam generator is simulated by direct steam injection mto steam-generator
simulators.

Description of UPTF Test 8b Procedures. UPTF Test 815 is a separat~effects test
to investigate the thermal-hydraulic phenomena that occur in the loops of a PWR
as a result of accumulator and low-pressure ECC water injection during the end-of-
blowdown, refill, and reflood phases of a postulated LOCA. PiesSure and fluid
oscillations can occur in the loops induced by direct steam condensation on the
injected subcooled ECC water. In a reactor with a cold leg, ECC-water plugs form in
the cold leg when the ECC injection rate and the subcooling are high. It should be
noted that the formation and movement of these plugs were predicted by ‘1’IU4C
before they were observed experimentally. The goal of Test 8b was to investigate the
loop flow pattern and to quantify the thermal-hydraulic boundary conditions that
lead to pressure and flow oscillations in the loops when ECC water is injected into
the cold legs. The test boundary conditions are given in Fig. 2. The flow parameters
that determine water plug formation and oscillation in the loop were of special
interest.

The hot- and cold-leg break valves were both open (Loop 4 is the breken loop).
The Loop 1 pump simulator was closed, The Loop 2 and 3 pump simulators were
set to a stroke of 108 mm (K = 18 at a diameter of 0.750 m) in an attempt to establish a
0.25-bar differential pressure between the upper plenum and downcomer. Loop 4,
the broken loop, had a throttle plate with an inner diameter uf 0.411 m (K = 18.2 at a
diameter of 0.750 m) installed in the hot leg to simulate the flow resistance of a
blocked pump, The core simulator steam injection was initiated at 23 s into the test
and held constant for approximately 200 s. The cold-leg ECC injection was initiated
at 27 s into the test and varied through a series of steps starting at 600 kg/s and
decreasing to 80 kg/s. Roughly the first 200 s of Test 8b is a cold-leg-only injectiori
test, with ECC injection occurring in Loop 2 only.

The test conditions for Test 8b were as follows.

Initial pressure in vessel 380 kPa
ECC temperature 311 K
ECC injection rate 8&600 kg/s
Core simulator steam mass flow rate 115 kg/s
Steam-generator steam supply 15 kg/s

Description of the UPTF MOD2 Model. The TRAC-PF1 / MOD2 model used in
this assessment is the Code Scalability, Applicability, and Uncertainty (CSAU)
model. lb The vessel model for the MOD1 assessment contained 13 axial levels, 3
radial rings, and 4 azimuthal sectors. For the MOD2 assessment, several changes
were made in flow areas of cells in the vessel. ‘f’hese were necessary because the
MOD2 code requires that the user follow certain nociing practices.

A noding diagram for I.oop 3, which is typical of an intact loop, is shown in
Fi~. 3. Loops 1, 2, and 3 are identical. Th(’ cold leg of loop 4 (the broken loop)
consists of a PII)E and VALVE ccmll~I~t~d to the VESSEL with a BREAK component
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simulating fluid loss to the containment. The pressure at the break is the separator
pressure (Fig. 1, unit 3b).

Discussion of UPTF Test 8b Results and Comparisons. At the initial high-ECC
injection period of the test, a water plug is formed in the cold leg. The water plug
fills the pipe betwam the injection port and the downcomer. Initially, the plug end
toward the downcomer has sufficient breakup and interracial area such that all of
the steam entering from the downcomer is condensed. The oscillation occurs as the
plug moves to cover and uncover the injection port. When the injection port is
covered, the interracial area and the condensation rate in the vicinity of the
injection port are reduced significantly. The pressure difference between the
downcomer and upper plenum is such that with the reduced condensation rate in
the cold lea the plug will start to move toward the downcomer. However, when
the in,iection port is uncovered again, there is a significant increase in the interracial
area condensation near the injection port, This causes low pressure in the vicinity
of the injection, which in tsn causes the water plug to move back and cover the
injection port, starting the oscillation over again. As the ECC injection rates are
reduced, the interracial area and available subcooling become insufficient to
condense all of the steam flowing from the downcomer. When this situation
occurs, the flow regime in the cold leg switches from a plug flow regime with highly
dispersed ends to a stratified flow regime with very little interracial area. The data
indicate that an oscillatory plug flow regime occurs in the cold leg for injection rates
from 600 to 250 kg/s. TW4C calculates large-amplitude oscillations ranging from 600
to 400 kg/s. At 250 kg/s, TRAC still calculates an osallatory flow in the Loop 2 cold
leg, but the amplitude is reduced significantly, At 200 kg/s, the pressure. and flow
data indicate that the oscillatory flow regime has ended. At 200 kg/s, some
oscillations continue in the thermocouple response; however, the pressure and flow
measurements indicate that the flow in the cold leg is nonoscillatory at 200 kg/s.

The lTLAC-calculated upper-plenum pressure and the measured upper-
plenum pressure in Fig. 4 indicate that TR4C and the data are oscillatory for 125 s
(see Table 1). The amplitude of the TRAC pressure oscillation appears to be slightly
larger than that observed in the data for the 400- and 600-kg/s ECC injection rates,
For the 250-kg/s ECC injection rate, the data indicate a slightly higher amplitude in
pressure osallation, For the 200-, 250-,400-, and 600-kg/s ECC injection rates, TRAC
calculated a higher upper-plenum pressure than observed in the experimental data,
However, for the 80- and 150-kg/s ECC injection rates, TRAC calculated a slightly
lower upper-plenum pressure. This !indicates that TRAC is condensing too much
steam at the low ECC injection rates as implied by the upper-plenum presfiure,

The Loop 2 cold-leg mass flow rate measurement in the pump loop seal (see
Fig, 5) also indicates that TRAC is oscillating with a higher amplitude at the high
injection rates than indicated by the data, The flow at this location will be all steam
and will come from the upper plenum via the hot leg and come directly from [he
steam-generator steam injection. I or the 400- and 600-kg/s ECC injection r.~tc’s,
TRAC and the data are highly OS(illt~tory with approximately the same flequency;
however, the TRAC amplitude apptwrs to lx larger. For the 250-kg/s ECC injcwtiol~
rate, the TltAC amplitude is smaller and the fruquency is highw than exhibit{’d by
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the data. At the 200-kg/s ECC injewtion rate, both TW4C and the data indicate no
significant oscillations.

The Loop 2, Stalk 3, thermocouple data are compared with the lTUIC
prediction in Fig, 6, Stalk 3 is in the cold leg but close to the dowcomer/cold leg
connection. The Stalk 3 data support the observatioxw that at high injection rates
(600, 400, and 253 kg/s), mC is not condensing enough steam. At the low
injection rates (200, 150, and 80 kg/s), both TR.AC and the data indicate a stratified
flow in the cold leg with subcooled water at the bottom and steam at the top. In
stratified flow, the cold-leg subcooled fluid temperatures are quite comparable to
TRAC values, indicating that the condensation rate in the cold leg is consistent with
the UPTF data for stratified flow.

Cold-Leg Modeling Lessons Learned and User Guidelines. Although the model
used in TR.AC for plug formation and movement is relatively simple, it captures
the dominant phenomena. However, we would expect it to be sensjtive to noding
changes. Therefore, because this is a full-scale experimental facility, it is
recommended that all US PWR calculations use noding similar to the noding used
to analyze this test. The general guideline used for the noding of the cold legs in the
UPTF was to kep the length-to-diameter ratio (L/D) for cells at the injection port
and towards the downcomer at -2.0. The last cell that connects to the downcomer
should have an L/D of -0.8.

Cold Leg Modeling Conclusions. The data from UPTF Test 8b test were
compared with the results of calculations performed using TIU4C-PF1 /MOD2, The
results indicate that the code performs satisfactorily when predicting co!d-leg
plugging and oscillations. The predicted vessel pressure was in good agreement
with the data, indicating that the total condensation rate is approximately correct.
For high injection rates (400 and 600 kg/s), TIU4C predicted the frequency and
amplitude of the oscillations in pressure, mass flow rate, and fluid temperature
were predicted reasonably well, For low injection rates (200, 150, and 80 kg/s), the
transition to stratified flow was predicted accurately. At the ECC injection rate of
250 kg/s, ~C started the transition to stratified flow earlier than indicated by the
data; in addition, the amplitude of the oscillation at 250 kg/s was lower in TRAC
than in the data.

TABLE I

ECC INJECTION BOUNDARY CONDITION

Time (s) Loop 2 ECC Injection Rate (kg/s)
O-29 0,0
3343 600.0
64--93 400.0
94-123 250,0
124-157 200,0
154-183 150.0
183-213 80,()
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UPTF Do-comer Test
UF1’F Test 617 is a separat=ffects test to investigate the steam-water flow

phenomenon in the lower plenum and dcwncomer of a US/Japanese PWR during
the end-of-blowdown and refill portions of a cold-leg large-break LOCA. A series of
five nuts was made under similar boundary conditions to investigate the
steam/ water CCFL behavior in the full-scale downcomer of a PWR We will discuss
Run 133.

The primary system was filled with dry steam at the start of the test. The
primary system pressure corresponds to the containment pressure, and the primary
stmctures were heated to the saturation temperature of the maximum pressure
expected during the test. ECC water was injected into the intact-loop cold legs, and
nitrogen was injected into the ECC water. Steam was injected into the core
simulator and the intact-loop steam-generator simulators.

The test conditions for Run 133 were as follows.

Initial pressure in doncomer
Downcomer wall temperature
Lower-plenum water inventory
Pressure in dry well
ECC temperature
Total ECC-injection rate
Total nitrogen-injection rate
Core simulator steam mass flow rate
Steam mass flow rate into steam-generator

simulators

2S7 kPa
460 K
Okg
256 kpa
388-390 K
1473 kg/s
1 kg/s
110 kg/s

Because there are three steam-generator simulators capable of steam injection (one
in each intact loop), a total of approximately 90 kg/s of steam is injected into the
simulators. Because the loops are blocked at the pump simulators, this steam is
forced to flow through the hot legs, into the vessel, and up the downcomer.
Therefore, the total amount of steam that flows up the downcomer is about 200 kg/s
for this test. The steam flow is held fairly constant throughout the test.

The vessel model for the MOD1 assessment contained 13 axial levels, 3 radial
rings, and 4 azimuthal sectors. The four loops were simulated using PIPE and TEE
components, and the flow conditions were simulated using FILL and BREAK
components. The simulation (for the 90-s test) required 197,8 CPU-minutes on a
Cray X-MP/480

One of the most difficult phenomena to predict accurately in a largebreak
LOCA analysis is the penetration of liquid in the downcomer. It depends on
interracial drag and heat-transfer models, which are in turn dependent on
condensation and a reasonable estimate of interracial surface area. The models used
in TRAC are based on a combination of correlations, engineering models, and
developmental assessments to produce agreement with available test data. The
vessel mass inventory predicted by TRAC and inferred from level data in the UPTF
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vessel is compared in Fig. 7. TR.AC predicts the trends and total accumulation of
water in tie vessel quite well.

Reflood Assessment
Description of the C~F Core-II Fa:ility. The CCTF is an experimental test

facilityls designed to model a full-height core section and four primary loops with
components of a PWR. The facility is used to provide information on fluid
behavior in the core, downcomer, and upper plenum, including steam and water
carryover (steam binding), and integral system (steam generator and pump
simulator) effects during the refill and reflood phases of a hypothetical LOCA in a
PWR. The central part of the test facility is a nonnuclear core that consists of 1.824
electrically heated rods and 224 unheated rods arranged in a cylindrical array, The
core is housed in a test vessel that includes a downcomer, lower plenum, and upper
plenum as well as a core region. The Wre design is based on 8 x 8 rod assemblies that
model the typical 15 x 15 fuel assemblies of a PWR. Volumetric scaling 1s based on
core flow area scaling.

There were three objectives of the CCTF tests.

1. Demonstration of ECCS behavior during the refill and reflood periods.

2. Verification of reflood analysis codes.

3. Collection of information to improve the thermal-hydraulic models in
analysis codes, such as (a) multidimensional core thermal-hydrodynamics,
including the radial Power distribution effect, fallback effect, and spatial
oscillatory behavior; (b) flow behavior in the upper plenum and hot legs;
(c) behavior of accumulated water at the bottom of the upper plenum,
including possible countercurrent flow and sputtering effects; (d)
hydrodynamic benavior of the injected ECC water and the water passing
through the steam generator; (e) multidimensional thermal-
hydrodynamic behavior in the hot annular downcomer; and (f) overall
oscillatory behavior in the system.

The faality was completed on March 10, 1979. Twenty-two tests had been
performed with CCTF Core-I by April 1981,19 The first core was replaced by a new
second core in November 1981 for tne CCTF Core-LI test series. Six tests, including
two acceptance tests and two shakedown tests, had ki~ performed with CCTF Core-
11by April 1982. The test discussed in this reportla was a second shakedown test,
which is denoted by several names including Test C2-W.2, Test-43, and Run 54.
(For ~’le remainder of this paper, we will refer to it as Run 54.) This test was
conducted successfully on March 30, 1982. The objectives of the test were to check
the functions of the modified CCTF Cor~II facility, to confirm t!~e sirniiari:ies
between Core-I and Core-n, and to study the effect of the power supplied into the
core, The test was conducted under the same initial and boundary conditions as the
base case of the CCTF Cor&II test series, except for the supplied power.
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The facility was extensively instrumented and included instrumentation to
measure the temperatures, absolute pressure, differential pressures, water ievels and
flow rates. Thermocouples measured the temperatures of the rod surface, fluid, and
structure. The absolute pressures are measured in the upper and lower plena, steam
generator plena, and containment tanks. The differential pressure measurements
are tied out at many locations and cover the system almost completely. A total of
536 data channels was recorded.

After establishing the initial conditions of the Run 54 test, the electric power
for preheating was turned off, and the lower plenum was filled to 0.86 m directly
from the saturated water tank. When the water level in the lower plenum reached
the specified level and other initial conditions of the test stabilized at the allowable
tolerance, ekctric power was applied to the heater rods in the core and the data
recording was started. The temperature rises of the rods were monitored by a
computer. When a specified initial clad temperature (1003 K) was reached, direct
injection (O.104 ms /s) of the accumulator water into the lower plenum was initiated.
The system pressure was maintained at the specified initial pressure (0.2 MPa)
throughout the test by controlling the outlet valve of containment tank IL Decay of
power input to the rods was programmed to begin when the water reached the
bottom of the heated region of the core. The speafied initial clad temperature
(99S K) of the heater rods for initiation of coolant injection was predetermined by
interpolation between the clad temperature (394 K) after preheating and the clad
temperature (1073 K) assumed for the time of core bottom recovery. The specified
power decay was obtained by normalizing the 1.0 X ANS standard plus 238U capture
decay curve at 30s after shutdown.

When the assumed water level reached the specified level (0.5 m) from the
bottom of the heated region of the core, the injection port was changed from the
lower plenum to the thr= intact cold-leg ECC ports. This water level was assumed
to be the level at which considerable steam generation occurs in the core to
minimize oscillatory behavior resulting from the condensation at the ECC ports.
The accumulator injection flow rate then was reduced to 0.088 m3/s in the cold-leg
injection period. At a specified time (16.5 s) after the time of core b~ n recovery,
the valves in the accumulator lines and low-pressure coolant injecti~.~. .LPCI)
circulation lines were closed and the valves in LPCI injection line were opened.
These actions transferred the ECC injection from accumulator injection mode to
LPCI mode. A specified LPCI flow rate (0.0116 ins/s) was maintained constantly
until the WC injection was tuned off.

The generated steam and the entrained water flowed to the containment
tanks via broken and intact loops. The steam then was vented to the atmosphere to
maintain a constant pressure in the containment tanks. After all thermocouples on
the surface of the heater rods indicated quenching of the rods, the power supply to
the heater rods was decreased linearly. The linear power decay was performed to
study any particular reflood phenomena under very low power supply, The linear
power decay was initiated at 690.5 s, ard the power was turned off at 898 s, After the
ECC injection was turned off, the recording system was stopped, thus terminating
the test.
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TWIC Calculation Results. We performed two calculations with different
nodcdizations for the reactor vessel. The base calculation was essentially a
straightforward conversion of an earlier TIUC-PF1 deck that was used for the
analysis of CCTF Run 54 done as part of the 2D/3D program.zo~zl The base
calculation used what is referred to as the “intermediatenode model” of the CCTF
reactor vessel. The vessel noding includes 2 azimuthal zones, 4 radial rings, and 16
axial levels. An alternative vessel nodali.zation was used that consisted of 1
azimuthal zone, 4 radial rings, and 22 axial levels. The additional axial detail was
addd in the core region.

In addition to renodalizing the reactor vessel from a 2-theta, 16-level modei
to a l-theta, 22 level mc Jel, 21 heat slabs were added in the l-theta model to
specifically model heat conduction amoss the core barrel. The maximum number of
fine-mesh heat conductors also was raised from 100 to 250, and the criteria for
inserting fine-mesh heat conductors were changed to cause more fine-mesh
conductors 4 x used.

Figure 8 shows a comparison between the l-theta model results, the 2-theta
model results, the original TFL4C-PF1 calculation, and the experimental results for
the hot rod at the core midplane. This figure shows calculated and measured
temperatures at the location of the highest measured temperature during the test.
The TRAC-PF1 /MOD2 code with the 2-theta model is in closer agreement with the
experimental results than the original TIU4C-PF1 calculations at near the time when
the peak temperature is reached, although the time of the peak and the quench time
are predicted more closely by the original TIG4C-PF1 calclu.lation. The resulting
comparisons between the 1-theta model, the 2-theta model, and the original TRAC-
PF1 calculation are summarized in Table II.

TABLE 11

COMPARISON OF CALCULATION RESULTS FOR

CALCULATED MIDPLANE TEMPERATURE

Peak Temperature Time of Peak
(K) (s)

CCTF Experimental Data (TE30Y17) 1092 125
Original TW4C-PF1 Calculation 1029 111
TRAC-PF1 /MOD2 (2-T’beta Model) 1080 153
TRAC-PFI /h40D2 (l-Theta Model) 1105 14

The cladding temperatures and the quench times are generally well predicted
by all of the TIUC code versions at the lower elevations. At the core midplane and
up to the higher uievations, the peak cladding temperatures are generally well
predicted, cmt the heat tiansfer later in the transient appears to be under-predicted by
the TRAC-PF1 /MOD2 code versiuns. As a consequence, the cladding temperatures
decrease too slowly, and the quench is predicted too late. At the highest elevations,
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the cladding temperatures are under-predicted. The TW4C-PF1 /M0D2 calculated
cladding temperatures lend to be more oscillatory than the experimental results or
the original TRAC-PF1 calculation. The cause of this behavior currently is not
understood.

The calculated differential pressures in the lower plenum, core lower half,
and core upper half are in generally good agr~ment with the experimental results
in the lower plenum and the lower half of the core. The code under-predicts the
differential pressure in the upper half of the core. This is consistent with the under-
prediction of the rod heat transfer at the higher elevations. In general, the loop
parameters are in relatively good agreement with the experimental results

Reflood Conclwions. The maximum cladding temperatures are calculated
more accurately with the MOD2 code than with the MOD1 code, and the running
time is shorter. The heat &ansfer appears to be under-predicted in the upper
elevations as a result of the under-prediction of the liquid inventory at the upper
elevations of the core. The CCTF Run 54 calculations are not very sensitive to axial
or theta nodalization differences.

LOFT Large-Break LOCA Test L2-6
Description of LOIV Facility. The LOF1 fad.ity is a 50-MWt PWR with

instrumentation to measure and provide data on the thern~al-hydraulic condition
throughout the system. The facility is configured to represent a 1/60-scale model of
a typical 1000-MWe (electric) commercial four-loop PWR. Three PWR primary-
coolant loops are simulated by a single intact loop in LOIT scaled to have the same
volunwto-power ratio. A broken lobp in LOFT simulates the fourth PWR primary-
coolant loop, whele a break may be postulated to occur. The facility c~,lsists of a
reactr vessel with a nuclear-fueled core; an intact loop with an active steam
gene, x, pressurizer, two primary -ccmlant pumps (PCPS) connected in parallel, and
an EL injection system that includes two low-pressure injection-system (LPIS)
pumps, two high-pressure inje~ tion-system (FIPIS) pumps, and two accumulators;
and a broken loop with a simulated PCP, a simulated steam generator, two quick-
opening blowdown valves, a blowdown suppression tank, and low-flow warmup
lines that are connected to the intact loop. The intact-loop active steam generator
has a seconf~ary side consisting of a U-tube boiler section, steam dome, and
downcomer. Tho steam-generator secondary side is connected to a main ste~rn-flow
control valve (MSFCV), condenser, feedwater pump, auxiliary -feedwater pump, and
a feedwatcr-flow control valve, References 22 and 23 contain additional details of
the LOFT test facility.

Description of the LOFT Test Procedure. Experiment L2-6 simulat~’d a 200%
cold-leg break. The nczzles installed in the broken-loop cold and hot legs have an
inside diameter of 0,1032 m, The broken hot-leg nozzle is downstream from the
passive steam generator and pump simulators. The break is initiated by opening
quick-opening blowdown valves downstream from the nozzles; these valves open
in -20 ms,

The ECC system injects intu the intact cold leg and provides a scaled amount of
ECC to represent the injection into three loops. The primary-coolant pumps trip at
0.8s and coast down under the influence of the flywhtwls, When the pump spmd
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drops below 73.54 rad/s, the fl~heel uncouples from the pump and effectively
reduces the pump moment of inertia. The assumption of loss of off-site power at
the initiation of the transient results in a delay in the availability of the I-INS and
LPIS. The experiment operating specifications24 and the quick-look reportzs
document the test initial conditions and operation.

The behavior of this testis quite similar to that of earlier Tests L2-2 and L2-3 in
which the pumps run at approximately constant speed throughout the test. The
most significant differenms occur in the core during the first -11 s. Because of the
higher power level in Test L2-6, the peak cladding temperatures are higher (that is,
1074 K vs -900 K previously). This test exhibits the early core rewet observed in L2-2
and L2-3; however, in the completed Test L2-6, rapid quenches are observed from
cladding temperatures as high as 1074 K. Also, the early rewet only progresses to a
core elevation between 1.113 and 1.245 m before a second temperature increase
begins, whereas L2-2 and L2-3 exhibit complete quenching of the entire core during
the early rewet.

Description of the TMC-PPUMOD2 Model. The noding diagrams of the
WC representation of the LOIT facility are given in Ref. 2. The noding scheme
and input are based on the TIU4C-PD2 model, wh.icn was modified for TIL4C-
PF1 /MOD1 by Los Alamos, improved and modified by UKAEA, and then modified
again for TIUiC-PFl /MOD2 by Los Alamos.

Steady-State and Transient Calculations. Constrained steady-state (CSS) input
was added to the UKAEA LOJT input deck for the MOD2 code. These CSS
controllers drive the steady-state solution to the user-desired loop flow rate,
secondary-side pressure, and cold-leg temperature. The resulting MOD2 initial
conditions are given in Table III.

The MOD2-calculated pressure is compared with the measured pressure for the
intact-loop hot leg in Fig. 9. The pressure comparison is excellent through the sub-
cooled blowdown and the initial phase of the two-phase blowdown. During the
two-phase blowdown, TRAC repressurized slightly faster than indicated by the data,
However, the difference is not significant. The pressure predicted by TIL4C is
slightly higher than indicated by the ‘data duri~~g the reflood phase of the transient.

Figure 10 is a data comparison of the broken-loop hot-leg mass-flow rate
between TMC and the measured quantity. The TRAC predictions are within the
error bands included with the mass-flow-rate data. The spike during the subcooled
blowdown is well-predicted by ‘IlU4C. The surge of tw~phase liquid during the
two-phase blowdown is also well-predicted by TWIC. A similar data comparison for
the broken cold leg is given in Fig, 11. For the broken cold leg, the subcooled
blowdown spike in mass flow and two-phase blowdown mass flow rates are
predicted very accurately by TKAC. During the reflood, TRAC calculates significant
slugs of tile emergency cooling system (ECS) fluid that move down the broken cold
leg. Similar behavior is observed in the experimental data, as indicated in Fig. 11,

The measured accumulator level is compared with the TMC prediction in
Fig, 1’2 The comparison indicates that TRAC accurately calculates the time required
to empty the accumulator and therefore accurately calculates the ECS flow rate into
the intact cold leg.
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The initial fuel rod stored energy is well-predicted by the MOD2 code as
indicated in Figs. 13 and 14. Both the fuel centerline and fuel surface
temperature measurements indicated adequate comparisons during the first
10-20 s of the LOIT transient. Figure~ 13 and 14 also indicate that the TRAC
quench is delayed approximately 10 s, as compared with the experimental
data. Fuel rod centerline temperature (Fig. 13) data indicate appro.ximatel y
the correct integrated transient cooling and an approximately 10s delay in
quenching in TRAC as compared with the data,

TABLE 111

LOIT TEST L2-6 INITIAL CONDITIONS

Parameter
Reactor power (MW)
Intact-loop mass flow (kg/s)
Hot-leg pressure (MPa)
Hot-leg temperature (K)
Cold-leg temperature (K)
Pressurizer steam volume (m3)
Pressurizer liquid volume (ins)
Steam-generator pressure (MPa)
ECC A-system accumulator

Pressure (MPa)
Temperature (K)

Measured Value TRAc-PFl,%’loD2
46.0

248,7
15.09

589,0
555,9

0.39
0.607
5.62

4.11
302,0

!

*1.2
ti.6
M1.08
*1.1
*1.1
M.(-)2
iS1.02
M.lo

47.0
248.0

15.03
591.0
556.7

0.31
0.64
5.62

4.11
322.0
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The fuel rodsurface temperature (Fig. 14) data and TIL%C-calculateci results are
quite comparable early in the transient (during the first 5 s). Both the data and the
T’RAC results indicate a cooling of the fuel surface as the reactor power decreases
and the blowdown trar,sient starts and then a heat-up of the fuel surface as the
cladding begins to heat up rapidly. When &e blowdown quench begins, both the
data and TIUC r-ults indicate a decrease, The large difference between the TRAC
results and the data as the transient proceeds may be a result of the fuel pellet
surface temperature thermocouple reading being closer to the cladding temperature
than the actual fuel surface temperature. For example, betwem 30 and 40 s, the data
indicate a fuel surface temperature of 520+00 X, whereas the fuel centerline
temperature during this same time period is 750-800 K. TRAC indicates that the
decay heat power levels are insuffiaent to support such a large temperature gradient
across the fuel during this time period. Therefore, it is assumed that the fuel surface
temperature measurement is influenced by the cladding temperature during this
time. However, the fuel surface measurement does indicate that rod qucncl-.ing in
TRAC is delayed by l&15s as compa.A with the data.

Figures 15 and 16 indicate that TIU#C is doing an excellent job of predicting the
peak cladding temperature and doing an adequate job of predicting the blowdown
quench or cooling transient. We believe that with the external thermocouple (T/C)
model developed by UKAEA, we wot dd have additional cooling during the
blowdown. However, the external T/C model is incompatible with the implicit
axial conduction model developed by JAERI, and we currently cannot use both
models at the same time, Time to quench is predicted within 10 s of the
experimental data. These results are a significant improvement over previous
TRAC-PF1 /MOD1 and TRAC-PD2/ MOD1 published results.

LOFT’ L2-6 Conclusions. The MOD2 code reflood and quench models
accurately model the dominant phenomena in LOFT L2-6. The MOD2
hydrodynamic models for blow~lown, refill, and reflood are accurate,

LARGE-BREAK LOCA ANALYSIS

The CSAU MOD1 input , ck was converted to MOD2 input to investigate the
code speed-up of the 3D two-stf numerics in the MOD2 code as compared with
those in the MOD1 code. The peak clad temperatures for the nominal large-break
LOCA calculation for the CSAU Input deck are given in Figsi 17-19. Version 14,3
tends to calculate a lower blowdown PCT because the Verdon 14.3 steady -statu
calculation had too high a cold-leg temperature, The high cold-leg temperature’
resulted in early flashing of the cold-leg fluid, whirh resulted in an early corr
blowdown quwich. The Version 1! 4 and M0D2 steatiy-statt’ calculations (~btail~~’d
an accurate initial cold-leg tempuraturt’, which rwultwi in a lattv c-ore blowdown
quench and a slightly higher blowdown I)CT.

With the improved downcomer models in Version 14,4 and in thl~ MOI )2
code, the core rcflx}d starts -5 s uarlier than in tht~ Version 14.3 calcuiati~m, Ik)tll
thr Vt’rsitm 14,4 and the M(>I>2 r~dt’ calculations ttmd t~~r~tfl~rnd tlu~ c(m(~t’astllr tll,lll
tlw Vt’rsitm 143 c~dt’ calcui~ti(m. TIN M(JI)2 ct~rc’c’sst’ntially is ~lu~~]~~”h(~~l11}~50 s

intt~ the transil’nt
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The CPU times for these thr- calculations are shown in Fig. 20. The MOD2
code runs much faster than either of the MOD1 codes, The major difference in run
times between these calculations is the 3D twmstep in the MOD2 code allows time
step size to increase significantly over the Courant number. The CSAU model
included a several small hydro cells in the VESSEL component, which were used to
simulate leakage flow paths between the dovnwomer and upper plenum regions in
the vessel component. These small hydro cells tended to hold the MOD1 time-step
sizes back, whereas they had no major effect on the MOD2 timestep sizes. The
MOD2 time-step sizes tended to be controlled by how rapid the transient progressed.
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Fig 1.
UPTF primary system
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